
C1
MV6-730WV2GN1
ODU:254,221/276,193  Btu/h         IDU Total:254,050/161,826/275,954 Btu/h

System Name:C1
 
Piping Diagram

B1

B2

B3 B4

B5

B6

B7

B8

MI2-45Q4CDHN1
E1-C1

TC:13,989 Btu/h/SC:9,007 Btu/h/HC:15,046 Btu/h
ADMINISTRA敲O 0(0.0%)/0(0.0%)/0(0.0%) Btu/h

MI2-140Q4DHN1
E2-C1

TC:43,604 Btu/h/SC:28,012 Btu/h/HC:48,210 Btu/h
REFEIT覴IO 0(0.0%)/0(0.0%)/0(0.0%) Btu/h

MI2-112Q4DHN1
E3-C1

TC:34,526 Btu/h/SC:22,195 Btu/h/HC:37,183 Btu/h
ALMOXARIFADO/EDUCA敲O 0(0.0%)/0(0.0%)/0(0.0%) Btu/h

MI2-112Q4DHN1
E4-C1

TC:34,129 Btu/h/SC:21,940 Btu/h/HC:36,754 Btu/h
ALMOXARIFADO/EDUCA敲O 0(0.0%)/0(0.0%)/0(0.0%) Btu/h

MI2-112Q4DHN1
E5-C1

TC:34,330 Btu/h/SC:22,069 Btu/h/HC:36,972 Btu/h
CASSETE 4V	38,2	ALMOXARIFADO/EDUCA敲O 0(0.0%)/0(0.0%)/0(0.0%) Btu/h

MI2-112Q4DHN1
E6-C1

TC:34,342 Btu/h/SC:22,077 Btu/h/HC:36,984 Btu/h
CASSETE 4V	38,2	ALMOXARIFADO/EDUCA敲O 0(0.0%)/0(0.0%)/0(0.0%) Btu/h

MI2-71Q4DHN1
E7-C1

TC:21,560 Btu/h/SC:13,642 Btu/h/HC:23,418 Btu/h
DEFESA CIVIL/ASSES. PROJETO 0(0.0%)/0(0.0%)/0(0.0%) Btu/h

MI2-56Q4DHN1
E8-C1

TC:16,937 Btu/h/SC:10,275 Btu/h/HC:18,371 Btu/h
ASSES. EXECUTIVA 0(0.0%)/0(0.0%)/0(0.0%) Btu/h

MI2-56Q4DHN1
E9-C1

TC:16,884 Btu/h/SC:10,242 Btu/h/HC:18,313 Btu/h
REUNI肙 0(0.0%)/0(0.0%)/0(0.0%) Btu/h

P1 Ø1-1/4,Ø3/4
P2 Ø1-1/4,Ø3/4
P9 Ø1/2,Ø1/4

P3 Ø1-1/8,Ø5/8
P10 Ø5/8,Ø3/8

P5 Ø7/8,Ø3/8
P4 Ø1-1/8,Ø1/2

P6 Ø7/8,Ø3/8
P13 Ø5/8,Ø3/8

P12 Ø5/8,Ø3/8
P11 Ø5/8,Ø3/8

P7 Ø3/4,Ø3/8
P14 Ø5/8,Ø3/8

P8 Ø5/8,Ø3/8
P15 Ø5/8,Ø3/8

P17 Ø5/8,Ø3/8
P16 Ø5/8,Ø3/8

Branch list

SYMBOL MODEL
B1 FQZHN-03D
B2 FQZHN-03D
B3 FQZHN-03D
B4 FQZHN-03D
B5 FQZHN-02D
B6 FQZHN-02D
B7 FQZHN-01D
B8 FQZHN-01D

Pipe list

SYMBOL LIQUID GAS LENGTH
P1 Ø3/4 Ø1-1/4 3.5m
P2 Ø3/4 Ø1-1/4 4.3m
P3 Ø5/8 Ø1-1/8 5.9m
P4 Ø1/2 Ø1-1/8 3.5m
P5 Ø3/8 Ø7/8 1.4m
P6 Ø3/8 Ø7/8 0.5m
P7 Ø3/8 Ø3/4 5.1m
P8 Ø3/8 Ø5/8 0.5m
P9 Ø1/4 Ø1/2 2.2m
P10 Ø3/8 Ø5/8 3.4m
P11 Ø3/8 Ø5/8 2.7m
P12 Ø3/8 Ø5/8 9.4m
P13 Ø3/8 Ø5/8 3.9m
P14 Ø3/8 Ø5/8 2.7m
P15 Ø3/8 Ø5/8 2.8m
P16 Ø3/8 Ø5/8 4.0m
P17 Ø3/8 Ø5/8 5.8m

Simultâneidade: 112%

ESQUEMA UNFILAR VRF - C1
S/E

C2
MV6-670WV2GN1
ODU:222,695/240,232  Btu/h         IDU Total:222,524/141,901/240,027 Btu/h

System Name:C2
 
Piping Diagram

B1

B2

B3

B4

B5

B6

B7

B8

B9

B10

B11

B12

MI2-71Q4DHN1
E1-C2

TC:21,973 Btu/h/SC:13,921 Btu/h/HC:23,747 Btu/h
SALA T蒀NICA 0(0.0%)/0(0.0%)/0(0.0%) Btu/h

MI2-28Q4CDHN1
E2-C2

TC:8,666 Btu/h/SC:5,868 Btu/h/HC:9,485 Btu/h
AN罫ISE PROJ. ALVARÁ 0(0.0%)/0(0.0%)/0(0.0%) Btu/h

MI2-28Q4CDHN1
E3-C2

TC:8,666 Btu/h/SC:5,868 Btu/h/HC:9,485 Btu/h
FISCALIZA敲O DE PREFEITURA DE TAUAS 0(0.0%)/0(0.0%)/0(0.0%) Btu/h

MI2-22Q4CDHN1
E4-C2

TC:6,790 Btu/h/SC:4,947 Btu/h/HC:7,097 Btu/h
COPA 0(0.0%)/0(0.0%)/0(0.0%) Btu/h

MI2-45Q4CDHN1
E5-C2

TC:13,918 Btu/h/SC:8,972 Btu/h/HC:14,795 Btu/h
RECEP敲O INFRAESTRUTURA 0(0.0%)/0(0.0%)/0(0.0%) Btu/h

MI2-28Q4CDHN1
E6-C2

TC:8,598 Btu/h/SC:5,823 Btu/h/HC:9,382 Btu/h
SECRETARIA ADMINISTRATIVA 0(0.0%)/0(0.0%)/0(0.0%) Btu/h

MI2-28Q4CDHN1
E7-C2

TC:8,640 Btu/h/SC:5,851 Btu/h/HC:9,428 Btu/h
SECRETARIA DE PREFEITURA DE TAUAS 0(0.0%)/0(0.0%)/0(0.0%) Btu/h

MI2-71Q4DHN1
E8-C2

TC:21,876 Btu/h/SC:13,859 Btu/h/HC:23,571 Btu/h
RSALA SALA ENGENHARIA 0(0.0%)/0(0.0%)/0(0.0%) Btu/h

MI2-56Q4DHN1
E9-C2

TC:17,117 Btu/h/SC:10,378 Btu/h/HC:18,409 Btu/h
SALA ARQUITETURA 0(0.0%)/0(0.0%)/0(0.0%) Btu/h

MI2-56Q4DHN1
E10-C2

TC:17,005 Btu/h/SC:10,310 Btu/h/HC:18,288 Btu/h
ARQUIVO/PREFEITURA 0(0.0%)/0(0.0%)/0(0.0%) Btu/h

MI2-56Q4DHN1
E11-C2

TC:17,026 Btu/h/SC:10,323 Btu/h/HC:18,311 Btu/h
ARQUIVO/PREFEITURA 0(0.0%)/0(0.0%)/0(0.0%) Btu/h

B13

MI2-90Q4DHN1
E12-C2

TC:26,932 Btu/h/SC:17,636 Btu/h/HC:28,590 Btu/h
RECEP敲O ARQUIVO 0(0.0%)/0(0.0%)/0(0.0%) Btu/h

B14

MI2-56Q4DHN1
E13-C2

TC:16,852 Btu/h/SC:10,217 Btu/h/HC:18,123 Btu/h
ARQUIVO/PREFEITURA 0(0.0%)/0(0.0%)/0(0.0%) Btu/h

MI2-28Q4CDHN1
E14-C2

TC:8,320 Btu/h/SC:5,634 Btu/h/HC:9,078 Btu/h
RECEP敲O ALMOXARIF. 0(0.0%)/0(0.0%)/0(0.0%) Btu/h

MI2-56Q4DHN1
E15-C2

TC:16,672 Btu/h/SC:10,108 Btu/h/HC:17,929 Btu/h
ARQUIVO/PREFEITURA 0(0.0%)/0(0.0%)/0(0.0%) Btu/h

P1 Ø1-1/4,Ø3/4
P2 Ø1-1/8,Ø5/8
P13 Ø5/8,Ø3/8

P3 Ø1-1/8,Ø5/8
P14 Ø1/2,Ø1/4

P4 Ø1-1/8,Ø5/8
P15 Ø1/2,Ø1/4

P5 Ø1-1/8,Ø5/8
P16 Ø1/2,Ø1/4

P6 Ø1-1/8,Ø5/8
P17 Ø1/2,Ø1/4

P7 Ø1-1/8,Ø5/8
P18 Ø1/2,Ø1/4

P8 Ø1-1/8,Ø1/2
P19 Ø1/2,Ø1/4

P9 Ø1-1/8,Ø1/2
P20 Ø5/8,Ø3/8

P10 Ø1-1/8,Ø1/2
P21 Ø5/8,Ø3/8

P11 Ø7/8,Ø3/8
P22 Ø5/8,Ø3/8

P12 Ø7/8,Ø3/8
P23 Ø5/8,Ø3/8

P24 Ø5/8,Ø3/8
P25 Ø5/8,Ø3/8

P26 Ø5/8,Ø3/8
P27 Ø5/8,Ø3/8

P29 Ø5/8,Ø3/8
P28 Ø1/2,Ø1/4

Branch list

SYMBOL MODEL
B1 FQZHN-03D
B2 FQZHN-03D
B3 FQZHN-03D
B4 FQZHN-03D
B5 FQZHN-03D
B6 FQZHN-03D
B7 FQZHN-03D
B8 FQZHN-03D
B9 FQZHN-03D
B10 FQZHN-03D
B11 FQZHN-02D
B12 FQZHN-02D
B13 FQZHN-01D
B14 FQZHN-01D

Pipe list

SYMBOL LIQUID GAS LENGTH
P1 Ø3/4 Ø1-1/4 31.9m
P2 Ø5/8 Ø1-1/8 0.8m
P3 Ø5/8 Ø1-1/8 0.5m
P4 Ø5/8 Ø1-1/8 1.3m
P5 Ø5/8 Ø1-1/8 0.5m
P6 Ø5/8 Ø1-1/8 2.3m
P7 Ø5/8 Ø1-1/8 0.7m
P8 Ø1/2 Ø1-1/8 0.9m
P9 Ø1/2 Ø1-1/8 2.1m
P10 Ø1/2 Ø1-1/8 2.1m
P11 Ø3/8 Ø7/8 2.1m
P12 Ø3/8 Ø7/8 3.9m
P13 Ø3/8 Ø5/8 3.7m
P14 Ø1/4 Ø1/2 2.8m
P15 Ø1/4 Ø1/2 7.2m
P16 Ø1/4 Ø1/2 2.1m
P17 Ø1/4 Ø1/2 5.0m
P18 Ø1/4 Ø1/2 6.7m
P19 Ø1/4 Ø1/2 2.7m
P20 Ø3/8 Ø5/8 2.1m
P21 Ø3/8 Ø5/8 4.2m
P22 Ø3/8 Ø5/8 5.4m
P23 Ø3/8 Ø5/8 2.1m
P24 Ø3/8 Ø5/8 1.0m
P25 Ø3/8 Ø5/8 7.2m
P26 Ø3/8 Ø5/8 2.7m
P27 Ø3/8 Ø5/8 2.1m
P28 Ø1/4 Ø1/2 6.1m
P29 Ø3/8 Ø5/8 5.0m

ESQUEMA UNFILAR VRF - C2
S/E

C3
MV6-450WV2GN1
ODU:147,599/154,832  Btu/h         IDU Total:147,428/96,761/154,661 Btu/h

System Name:C3
 
Piping Diagram

B1

B2

B3

B4

B5

B6

B7

B8

MI2-71Q4DHN1
E1-C3

TC:22,621 Btu/h/SC:14,330 Btu/h/HC:23,986 Btu/h
EDUCONT 0(0.0%)/0(0.0%)/0(0.0%) Btu/h

MI2-28Q4CDHN1
E2-C3

TC:8,896 Btu/h/SC:6,033 Btu/h/HC:9,549 Btu/h
RECEP敲O/CULTURA 0(0.0%)/0(0.0%)/0(0.0%) Btu/h

MI2-36Q4CDHN1
E3-C3

TC:11,464 Btu/h/SC:7,643 Btu/h/HC:11,976 Btu/h
SECRETARIA CULTURAL 0(0.0%)/0(0.0%)/0(0.0%) Btu/h

MI2-90Q4DHN1
E4-C4

TC:28,514 Btu/h/SC:18,704 Btu/h/HC:29,748 Btu/h
SAL肙 CULTURAL 0(0.0%)/0(0.0%)/0(0.0%) Btu/h

MI2-90Q4DHN1
E5-C4

TC:28,280 Btu/h/SC:18,550 Btu/h/HC:29,503 Btu/h
SAL肙 CULTURAL 0(0.0%)/0(0.0%)/0(0.0%) Btu/h

MI2-45Q4CDHN1
E6-C5

TC:14,033 Btu/h/SC:9,021 Btu/h/HC:14,623 Btu/h
JUNTA MILITAR 0(0.0%)/0(0.0%)/0(0.0%) Btu/h

MI2-45Q4CDHN1
E7-C3

TC:13,952 Btu/h/SC:8,969 Btu/h/HC:14,539 Btu/h
FOLHA PAGAMENTO 0(0.0%)/0(0.0%)/0(0.0%) Btu/h

MI2-22Q4CDHN1
E8-C3

TC:6,739 Btu/h/SC:4,898 Btu/h/HC:6,914 Btu/h
RECEP敲O/ADM 0(0.0%)/0(0.0%)/0(0.0%) Btu/h

MI2-36Q4CDHN1
E9-C3

TC:11,109 Btu/h/SC:7,406 Btu/h/HC:11,569 Btu/h
SECRETARIA ADMINISTRATIVA 0(0.0%)/0(0.0%)/0(0.0%) Btu/h

P1 Ø1-1/4,Ø5/8
P2 Ø1-1/8,Ø1/2
P9 Ø5/8,Ø3/8

P3 Ø1-1/8,Ø1/2
P10 Ø1/2,Ø1/4

P4 Ø7/8,Ø3/8
P11 Ø1/2,Ø1/4

P5 Ø7/8,Ø3/8
P12 Ø5/8,Ø3/8

P6 Ø5/8,Ø3/8
P13 Ø5/8,Ø3/8

P7 Ø5/8,Ø3/8
P14 Ø1/2,Ø1/4

P8 Ø5/8,Ø3/8
P15 Ø1/2,Ø1/4

P17 Ø1/2,Ø1/4
P16 Ø1/2,Ø1/4

Branch list

SYMBOL MODEL
B1 FQZHN-03D
B2 FQZHN-03D
B3 FQZHN-03D
B4 FQZHN-02D
B5 FQZHN-02D
B6 FQZHN-01D
B7 FQZHN-01D
B8 FQZHN-01D

Pipe list

SYMBOL LIQUID GAS LENGTH
P1 Ø5/8 Ø1-1/4 29.3m
P2 Ø1/2 Ø1-1/8 3.2m
P3 Ø1/2 Ø1-1/8 0.5m
P4 Ø3/8 Ø7/8 4.2m
P5 Ø3/8 Ø7/8 4.3m
P6 Ø3/8 Ø5/8 3.9m
P7 Ø3/8 Ø5/8 2.8m
P8 Ø3/8 Ø5/8 2.2m
P9 Ø3/8 Ø5/8 3.6m
P10 Ø1/4 Ø1/2 6.9m
P11 Ø1/4 Ø1/2 2.4m
P12 Ø3/8 Ø5/8 3.6m
P13 Ø3/8 Ø5/8 3.6m
P14 Ø1/4 Ø1/2 3.6m
P15 Ø1/4 Ø1/2 3.6m
P16 Ø1/4 Ø1/2 6.9m
P17 Ø1/4 Ø1/2 3.6m

ESQUEMA UNFILAR VRF - C3
S/E

Simultâneidade: 107%

Simultâneidade: 103%

C4
MV6-500WV2GN1
ODU:169,674/174,314  Btu/h         IDU Total:169,435/108,362/174,109 Btu/h

System Name:C4
 
Piping Diagram

B1 B2

B3

B4

B5

B6

B7

B8

MI2-45Q4CDHN1
E1-C4

TC:14,842 Btu/h/SC:9,553 Btu/h/HC:15,081 Btu/h
CHEFE/FINAN茿 ADM. 0(0.0%)/0(0.0%)/0(0.0%) Btu/h

MI2-56Q4DHN1
E2-C4

TC:18,458 Btu/h/SC:11,191 Btu/h/HC:19,004 Btu/h
FINAN茿 ADM. 0(0.0%)/0(0.0%)/0(0.0%) Btu/h

MI2-28Q4CDHN1
E3-C4

TC:9,171 Btu/h/SC:6,216 Btu/h/HC:9,584 Btu/h
XEROX 0(0.0%)/0(0.0%)/0(0.0%) Btu/h

MI2-112Q4DHN1
E4-C4

TC:36,530 Btu/h/SC:23,476 Btu/h/HC:37,192 Btu/h
TRIBUTOS 0(0.0%)/0(0.0%)/0(0.0%) Btu/h

MI2-28Q4CDHN1
E5-C4

TC:9,038 Btu/h/SC:6,126 Btu/h/HC:9,445 Btu/h
TRIBUTOS 0(0.0%)/0(0.0%)/0(0.0%) Btu/h

MI2-71Q4DHN1
E6-C4

TC:23,406 Btu/h/SC:14,842 Btu/h/HC:24,156 Btu/h
FINAN茿 EDUCA敲O 0(0.0%)/0(0.0%)/0(0.0%) Btu/h

MI2-45Q4CDHN1
E7-C4

TC:14,842 Btu/h/SC:9,553 Btu/h/HC:15,081 Btu/h
FINAN茿 SA贒E 0(0.0%)/0(0.0%)/0(0.0%) Btu/h

B9

MI2-56Q4DHN1
E8-C4

TC:18,374 Btu/h/SC:11,140 Btu/h/HC:18,860 Btu/h
RECEP敲O FINAN茿S 0(0.0%)/0(0.0%)/0(0.0%) Btu/h

MI2-45Q4CDHN1
E9-C4

TC:14,688 Btu/h/SC:9,454 Btu/h/HC:14,879 Btu/h
CONTROLADORIA 0(0.0%)/0(0.0%)/0(0.0%) Btu/h

MI2-28Q4CDHN1
E10-C4

TC:9,087 Btu/h/SC:6,159 Btu/h/HC:9,495 Btu/h
COPA 0(0.0%)/0(0.0%)/0(0.0%) Btu/h

P1 Ø1-1/8,Ø5/8
P3 Ø7/8,Ø3/8
P2 Ø7/8,Ø3/8

P6 Ø7/8,Ø3/8
P9 Ø1/2,Ø1/4

P4 Ø3/4,Ø3/8
P14 Ø5/8,Ø3/8

P5 Ø5/8,Ø3/8
P15 Ø1/2,Ø1/4

P16 Ø5/8,Ø3/8
P17 Ø5/8,Ø3/8

P7 Ø3/4,Ø3/8
P10 Ø5/8,Ø3/8

P8 Ø5/8,Ø3/8
P11 Ø1/2,Ø1/4

P13 Ø1/2,Ø1/4
P12 Ø5/8,Ø3/8

P19 Ø1/2,Ø1/4
P18 Ø1/2,Ø1/4

Branch list

SYMBOL MODEL
B1 FQZHN-03D
B2 FQZHN-02D
B3 FQZHN-02D
B4 FQZHN-01D
B5 FQZHN-01D
B6 FQZHN-02D
B7 FQZHN-01D
B8 FQZHN-01D
B9 FQZHN-01D

Pipe list

SYMBOL LIQUID GAS LENGTH
P1 Ø5/8 Ø1-1/8 4.5m
P2 Ø3/8 Ø7/8 1.4m
P3 Ø3/8 Ø7/8 2.0m
P4 Ø3/8 Ø3/4 3.6m
P5 Ø3/8 Ø5/8 3.2m
P6 Ø3/8 Ø7/8 3.2m
P7 Ø3/8 Ø3/4 3.9m
P8 Ø3/8 Ø5/8 4.5m
P9 Ø1/4 Ø1/2 2.0m
P10 Ø3/8 Ø5/8 2.3m
P11 Ø1/4 Ø1/2 2.6m
P12 Ø3/8 Ø5/8 1.7m
P13 Ø1/4 Ø1/2 6.1m
P14 Ø3/8 Ø5/8 1.8m
P15 Ø1/4 Ø1/2 2.0m
P16 Ø3/8 Ø5/8 2.8m
P17 Ø3/8 Ø5/8 2.4m
P18 Ø1/4 Ø1/2 2.5m
P19 Ø1/4 Ø1/2 4.4m

ESQUEMA UNFILAR VRF - C4
S/E

Simultâneidade: 103%

C5
MV6-730WV2GN1
ODU:238,526/262,682  Btu/h         IDU Total:238,355/158,858/262,580 Btu/h

System Name:C5
 
Piping Diagram

B1

B2

B3

B4

B5

B6

B7

MI2-100Q4DHN1
E1-C5

TC:30,093 Btu/h/SC:21,051 Btu/h/HC:32,754 Btu/h
-C5 0(0.0%)/0(0.0%)/0(0.0%) Btu/h

MI2-100Q4DHN1
E2-C5

TC:30,093 Btu/h/SC:21,051 Btu/h/HC:32,754 Btu/h
RECEP敲O 0(0.0%)/0(0.0%)/0(0.0%) Btu/h

MI2-100Q4DHN1
E3-C5

TC:29,939 Btu/h/SC:20,944 Btu/h/HC:32,489 Btu/h
RECEP敲O 0(0.0%)/0(0.0%)/0(0.0%) Btu/h

MI2-100Q4DHN1
E4-C5

TC:30,093 Btu/h/SC:21,051 Btu/h/HC:32,754 Btu/h
RECEP敲O 0(0.0%)/0(0.0%)/0(0.0%) Btu/h

MI2-140Q4DHN1
E5-C5

TC:41,621 Btu/h/SC:26,759 Btu/h/HC:46,501 Btu/h
BOLSA FAMILIA 0(0.0%)/0(0.0%)/0(0.0%) Btu/h

MI2-56Q4DHN1
E6-C5

TC:16,474 Btu/h/SC:10,004 Btu/h/HC:18,085 Btu/h
ASSISTENTE SOCIAL 0(0.0%)/0(0.0%)/0(0.0%) Btu/h

MI2-56Q4DHN1
E7-C5

TC:16,356 Btu/h/SC:9,933 Btu/h/HC:17,956 Btu/h
ASSISTENTE SOCIAL 0(0.0%)/0(0.0%)/0(0.0%) Btu/h

MI2-140Q4DHN1
E8-C5

TC:40,446 Btu/h/SC:26,004 Btu/h/HC:45,184 Btu/h
SETOR PESSOAL 0(0.0%)/0(0.0%)/0(0.0%) Btu/h

P1 Ø1-1/2,Ø7/8
P2 Ø1-1/8,Ø5/8
P8 Ø5/8,Ø3/8

P3 Ø1-1/8,Ø5/8
P9 Ø5/8,Ø3/8

P4 Ø1-1/8,Ø5/8
P10 Ø5/8,Ø3/8

P5 Ø1-1/8,Ø1/2
P11 Ø5/8,Ø3/8

P6 Ø7/8,Ø3/8
P12 Ø5/8,Ø3/8

P7 Ø3/4,Ø3/8
P13 Ø5/8,Ø3/8

P15 Ø5/8,Ø3/8
P14 Ø5/8,Ø3/8

Branch list

SYMBOL MODEL
B1 FQZHN-04D
B2 FQZHN-03D
B3 FQZHN-03D
B4 FQZHN-03D
B5 FQZHN-03D
B6 FQZHN-02D
B7 FQZHN-01D

Pipe list

SYMBOL LIQUID GAS LENGTH
P1 Ø7/8 Ø1-1/2 53.4m
P2 Ø5/8 Ø1-1/8 0.5m
P3 Ø5/8 Ø1-1/8 4.2m
P4 Ø5/8 Ø1-1/8 0.5m
P5 Ø1/2 Ø1-1/8 6.6m
P6 Ø3/8 Ø7/8 5.6m
P7 Ø3/8 Ø3/4 3.6m
P8 Ø3/8 Ø5/8 7.3m
P9 Ø3/8 Ø5/8 2.4m
P10 Ø3/8 Ø5/8 7.3m
P11 Ø3/8 Ø5/8 2.4m
P12 Ø3/8 Ø5/8 3.4m
P13 Ø3/8 Ø5/8 3.4m
P14 Ø3/8 Ø5/8 3.4m
P15 Ø3/8 Ø5/8 9.6m

ESQUEMA UNFILAR VRF - C5
S/E

Simultâneidade: 108%

C6
MV6-400WV2GN1
ODU:133,746/142,788  Btu/h         IDU Total:133,678/85,263/142,686 Btu/h

System Name:C6
 
Piping Diagram

B1

B2

B3

B4

B5

B6

MI2-140Q4DHN1
E1-C6

TC:43,945 Btu/h/SC:28,251 Btu/h/HC:47,596 Btu/h
GABINETE DO PREFEITO 0(0.0%)/0(0.0%)/0(0.0%) Btu/h

MI2-71Q4DHN1
E2-C6

TC:22,193 Btu/h/SC:14,070 Btu/h/HC:23,617 Btu/h
SECRET罵IAS 0(0.0%)/0(0.0%)/0(0.0%) Btu/h

MI2-56Q4DHN1
E3-C6

TC:17,571 Btu/h/SC:10,645 Btu/h/HC:18,731 Btu/h
RECEP敲O/GABINETE 0(0.0%)/0(0.0%)/0(0.0%) Btu/h

MI2-45Q4CDHN1
E4-C6

TC:13,957 Btu/h/SC:8,968 Btu/h/HC:14,621 Btu/h
CHEFIA DE GABINETE 0(0.0%)/0(0.0%)/0(0.0%) Btu/h

MI2-56Q4DHN1
E5-C6

TC:17,273 Btu/h/SC:10,464 Btu/h/HC:18,357 Btu/h
N贑LEO DE INFORMA敲O 0(0.0%)/0(0.0%)/0(0.0%) Btu/h

MI2-36Q4CDHN1
E6-C6

TC:11,000 Btu/h/SC:7,311 Btu/h/HC:11,529 Btu/h
ASSESSORIA INSTITUCIONAL 0(0.0%)/0(0.0%)/0(0.0%) Btu/h

MI2-22Q4CDHN1
E7-C6

TC:6,751 Btu/h/SC:4,913 Btu/h/HC:6,964 Btu/h
RECEP敲O/ASSESSORIA 0(0.0%)/0(0.0%)/0(0.0%) Btu/h

P1 Ø1-1/8,Ø1/2
P2 Ø7/8,Ø3/8
P7 Ø5/8,Ø3/8

P3 Ø3/4,Ø3/8
P8 Ø5/8,Ø3/8

P4 Ø5/8,Ø3/8
P9 Ø5/8,Ø3/8

P5 Ø5/8,Ø3/8
P10 Ø1/2,Ø1/4

P6 Ø5/8,Ø3/8
P11 Ø5/8,Ø3/8

P13 Ø1/2,Ø1/4
P12 Ø1/2,Ø1/4

Branch list

SYMBOL MODEL
B1 FQZHN-03D
B2 FQZHN-02D
B3 FQZHN-01D
B4 FQZHN-01D
B5 FQZHN-01D
B6 FQZHN-01D

Pipe list

SYMBOL LIQUID GAS LENGTH
P1 Ø1/2 Ø1-1/8 30.8m
P2 Ø3/8 Ø7/8 6.0m
P3 Ø3/8 Ø3/4 1.0m
P4 Ø3/8 Ø5/8 5.1m
P5 Ø3/8 Ø5/8 2.7m
P6 Ø3/8 Ø5/8 1.4m
P7 Ø3/8 Ø5/8 3.2m
P8 Ø3/8 Ø5/8 5.8m
P9 Ø3/8 Ø5/8 1.5m
P10 Ø1/4 Ø1/2 3.4m
P11 Ø3/8 Ø5/8 3.2m
P12 Ø1/4 Ø1/2 6.6m
P13 Ø1/4 Ø1/2 3.3m

Simultâneidade: 107%

ESQUEMA UNFILAR VRF - C6
S/E

C7
MV6-670WV2GN1
ODU:232,521/249,205  Btu/h         IDU Total:232,282/149,851/249,035 Btu/h

System Name:C7
 
Piping Diagram

B1 B2

B3

B4

MI2-80Q4DHN1
E1-C7

TC:25,248 Btu/h/SC:17,367 Btu/h/HC:27,125 Btu/h
COMPRAS 0(0.0%)/0(0.0%)/0(0.0%) Btu/h

B5

B6

B7

MI2-71Q4DHN1
E2-C7

TC:22,416 Btu/h/SC:14,194 Btu/h/HC:24,122 Btu/h
TRANSPORTE 0(0.0%)/0(0.0%)/0(0.0%) Btu/h

MI2-56Q4DHN1
E3-C7

TC:17,538 Btu/h/SC:10,631 Btu/h/HC:18,802 Btu/h
REUNI肙 0(0.0%)/0(0.0%)/0(0.0%) Btu/h

MI2-56Q4DHN1
E4-C7

TC:17,623 Btu/h/SC:10,682 Btu/h/HC:18,892 Btu/h
REUNI肙 0(0.0%)/0(0.0%)/0(0.0%) Btu/h

MI2-45Q4CDHN1
E5-C7

TC:13,940 Btu/h/SC:8,981 Btu/h/HC:14,766 Btu/h
SECRET罵IO 0(0.0%)/0(0.0%)/0(0.0%) Btu/h

MI2-36Q4CDHN1
E6-C7

TC:11,070 Btu/h/SC:7,380 Btu/h/HC:11,699 Btu/h
SECRET罵IO ADJUNTO 0(0.0%)/0(0.0%)/0(0.0%) Btu/h

B8

B9

B10

B11

B12

MI2-45Q4CDHN1
E7-C7

TC:14,194 Btu/h/SC:9,144 Btu/h/HC:15,081 Btu/h
VIGIL翹CIA ENDEMIOL覩ICA 0(0.0%)/0(0.0%)/0(0.0%) Btu/h

MI2-45Q4CDHN1
E8-C7

TC:14,194 Btu/h/SC:9,144 Btu/h/HC:15,081 Btu/h
VIGIL翹CIA SANIT罵IA 0(0.0%)/0(0.0%)/0(0.0%) Btu/h

MI2-45Q4CDHN1
E9-C7

TC:14,133 Btu/h/SC:9,105 Btu/h/HC:14,971 Btu/h
VIGIL翹CIA ENDEMIOL覩ICA 0(0.0%)/0(0.0%)/0(0.0%) Btu/h

MI2-45Q4CDHN1
E10-C7

TC:14,128 Btu/h/SC:9,102 Btu/h/HC:14,966 Btu/h
VIGIL翹CIA SANIT罵IA 0(0.0%)/0(0.0%)/0(0.0%) Btu/h

MI2-36Q4CDHN1
E11-C7

TC:11,230 Btu/h/SC:7,487 Btu/h/HC:11,869 Btu/h
ATENS肙 B罶ICA 0(0.0%)/0(0.0%)/0(0.0%) Btu/h

MI2-140Q4DHN1
E12-C7

TC:43,609 Btu/h/SC:28,030 Btu/h/HC:47,435 Btu/h
RECEP敲O/ESPERA 0(0.0%)/0(0.0%)/0(0.0%) Btu/h

MI2-36Q4CDHN1
E13-C7

TC:11,153 Btu/h/SC:7,435 Btu/h/HC:11,787 Btu/h
PROMO敲O SA贒E 0(0.0%)/0(0.0%)/0(0.0%) Btu/h

P1 Ø1-1/4,Ø3/4
P5 Ø5/8,Ø3/8
P2 Ø1-1/8,Ø5/8

P3 Ø7/8,Ø3/8
P4 Ø1-1/8,Ø1/2

P6 Ø3/4,Ø3/8
P9 Ø5/8,Ø3/8

P14 Ø1-1/8,Ø1/2
P19 Ø1/2,Ø1/4

P7 Ø5/8,Ø3/8
P10 Ø5/8,Ø3/8

P8 Ø5/8,Ø3/8
P11 Ø5/8,Ø3/8

P13 Ø1/2,Ø1/4
P12 Ø1/2,Ø1/4

P15 Ø7/8,Ø3/8
P20 Ø1/2,Ø1/4

P16 Ø7/8,Ø3/8
P21 Ø1/2,Ø1/4

P17 Ø3/4,Ø3/8
P22 Ø1/2,Ø1/4

P18 Ø3/4,Ø3/8
P23 Ø1/2,Ø1/4

P25 Ø1/2,Ø1/4
P24 Ø5/8,Ø3/8

Branch list

SYMBOL MODEL
B1 FQZHN-03D
B2 FQZHN-03D
B3 FQZHN-02D
B4 FQZHN-03D
B5 FQZHN-01D
B6 FQZHN-01D
B7 FQZHN-01D
B8 FQZHN-03D
B9 FQZHN-02D
B10 FQZHN-02D
B11 FQZHN-01D
B12 FQZHN-01D

Pipe list

SYMBOL LIQUID GAS LENGTH
P1 Ø3/4 Ø1-1/4 6.6m
P2 Ø5/8 Ø1-1/8 1.8m
P3 Ø3/8 Ø7/8 2.4m
P4 Ø1/2 Ø1-1/8 1.2m
P5 Ø3/8 Ø5/8 3.3m
P6 Ø3/8 Ø3/4 3.2m
P7 Ø3/8 Ø5/8 0.7m
P8 Ø3/8 Ø5/8 8.1m
P9 Ø3/8 Ø5/8 3.9m
P10 Ø3/8 Ø5/8 5.6m
P11 Ø3/8 Ø5/8 1.6m
P12 Ø1/4 Ø1/2 1.8m
P13 Ø1/4 Ø1/2 6.4m
P14 Ø1/2 Ø1-1/8 0.5m
P15 Ø3/8 Ø7/8 2.7m
P16 Ø3/8 Ø7/8 0.5m
P17 Ø3/8 Ø3/4 3.4m
P18 Ø3/8 Ø3/4 1.8m
P19 Ø1/4 Ø1/2 4.4m
P20 Ø1/4 Ø1/2 3.5m
P21 Ø1/4 Ø1/2 4.3m
P22 Ø1/4 Ø1/2 3.5m
P23 Ø1/4 Ø1/2 3.7m
P24 Ø3/8 Ø5/8 2.7m
P25 Ø1/4 Ø1/2 5.4m

ESQUEMA UNFILAR VRF - C7
S/E

Simultâneidade: 110%

C8
MV6-785WV2GN1
ODU:256,268/270,905  Btu/h         IDU Total:256,268/160,155/270,666 Btu/h

System Name:C8
 
Piping Diagram

B1 B2

B3

B4

B5

B6

B7

B8

B9

B10

B11

B12

B13

B14

B15

B16

MI2-36Q4CDHN1
E1-C8

TC:11,362 Btu/h/SC:7,574 Btu/h/HC:11,908 Btu/h
SA贒E BUCAL 0(0.0%)/0(0.0%)/0(0.0%) Btu/h

MI2-36Q4CDHN1
E2-C8

TC:11,362 Btu/h/SC:7,574 Btu/h/HC:11,908 Btu/h
CART肙 SUS 0(0.0%)/0(0.0%)/0(0.0%) Btu/h

MI2-56Q4DHN1
E3-C8

TC:17,611 Btu/h/SC:10,675 Btu/h/HC:18,608 Btu/h
CPD 0(0.0%)/0(0.0%)/0(0.0%) Btu/h

MI2-56Q4DHN1
E4-C8

TC:17,436 Btu/h/SC:10,569 Btu/h/HC:18,424 Btu/h
CPD 0(0.0%)/0(0.0%)/0(0.0%) Btu/h

MI2-56Q4DHN1
E5-C8

TC:17,256 Btu/h/SC:10,460 Btu/h/HC:18,233 Btu/h
SEC. AGRICULTURA 0(0.0%)/0(0.0%)/0(0.0%) Btu/h

MI2-56Q4DHN1
E6-C8

TC:17,082 Btu/h/SC:10,355 Btu/h/HC:18,048 Btu/h
SEC. AGRICULTURA 0(0.0%)/0(0.0%)/0(0.0%) Btu/h

MI2-36Q4CDHN1
E7-C8

TC:10,881 Btu/h/SC:7,254 Btu/h/HC:11,368 Btu/h
FISCAIS 0(0.0%)/0(0.0%)/0(0.0%) Btu/h

MI2-36Q4CDHN1
E8-C8

TC:10,800 Btu/h/SC:7,200 Btu/h/HC:11,283 Btu/h
FISCAIS 0(0.0%)/0(0.0%)/0(0.0%) Btu/h

MI2-36Q4CDHN1
E9-C8

TC:11,362 Btu/h/SC:7,574 Btu/h/HC:11,908 Btu/h
SECRET罵IO ADJUNTO 0(0.0%)/0(0.0%)/0(0.0%) Btu/h

MI2-56Q4DHN1
E10-C8

TC:17,608 Btu/h/SC:10,673 Btu/h/HC:18,605 Btu/h
SECRET罵IO 0(0.0%)/0(0.0%)/0(0.0%) Btu/h

MI2-56Q4DHN1
E11-C8

TC:17,487 Btu/h/SC:10,600 Btu/h/HC:18,478 Btu/h
SUPORTE TI 0(0.0%)/0(0.0%)/0(0.0%) Btu/h

MI2-56Q4DHN1
E12-C8

TC:17,370 Btu/h/SC:10,529 Btu/h/HC:18,354 Btu/h
COORDENA敲O 0(0.0%)/0(0.0%)/0(0.0%) Btu/h

MI2-56Q4DHN1
E13-C8

TC:17,253 Btu/h/SC:10,458 Btu/h/HC:18,229 Btu/h
INTERNET/ANTENA 0(0.0%)/0(0.0%)/0(0.0%) Btu/h

MI2-36Q4CDHN1
E14-C8

TC:10,848 Btu/h/SC:7,232 Btu/h/HC:11,333 Btu/h
RECEP敲O/ESPERA 0(0.0%)/0(0.0%)/0(0.0%) Btu/h

MI2-36Q4CDHN1
E15-C8

TC:10,890 Btu/h/SC:7,260 Btu/h/HC:11,378 Btu/h
SECRET罵IO 0(0.0%)/0(0.0%)/0(0.0%) Btu/h

MI2-56Q4DHN1
E16-C8

TC:16,748 Btu/h/SC:10,152 Btu/h/HC:17,694 Btu/h
REUNI肙 0(0.0%)/0(0.0%)/0(0.0%) Btu/h

MI2-56Q4DHN1
E17-C8

TC:16,823 Btu/h/SC:10,198 Btu/h/HC:17,774 Btu/h
REUNI肙 0(0.0%)/0(0.0%)/0(0.0%) Btu/h

P1 Ø1-1/2,Ø7/8
P3 Ø1-1/4,Ø5/8
P2 Ø1-1/4,Ø5/8

P10 Ø1-1/4,Ø5/8
P25 Ø1/2,Ø1/4

P4 Ø1-1/4,Ø5/8
P17 Ø1/2,Ø1/4

P5 Ø1,Ø1/2
P18 Ø1/2,Ø1/4

P6 Ø1,Ø1/2
P19 Ø5/8,Ø3/8

P7 Ø7/8,Ø1/2
P20 Ø5/8,Ø3/8

P8 Ø3/4,Ø1/2
P21 Ø5/8,Ø3/8

P9 Ø3/4,Ø1/2
P22 Ø5/8,Ø3/8

P24 Ø1/2,Ø1/4
P23 Ø1/2,Ø1/4

P11 Ø1-1/4,Ø5/8
P26 Ø5/8,Ø3/8

P12 Ø1,Ø1/2
P27 Ø5/8,Ø3/8

P13 Ø1,Ø1/2
P28 Ø5/8,Ø3/8

P14 Ø7/8,Ø1/2
P29 Ø5/8,Ø3/8

P15 Ø3/4,Ø1/2
P30 Ø1/2,Ø1/4

P16 Ø3/4,Ø1/2
P31 Ø1/2,Ø1/4

P33 Ø5/8,Ø3/8
P32 Ø5/8,Ø3/8

Branch list

SYMBOL MODEL
B1 FQZHN-04D
B2 FQZHN-03D
B3 FQZHN-03D
B4 FQZHN-03D
B5 FQZHN-02D
B6 FQZHN-02D
B7 FQZHN-01D
B8 FQZHN-01D
B9 FQZHN-01D
B10 FQZHN-03D
B11 FQZHN-03D
B12 FQZHN-02D
B13 FQZHN-02D
B14 FQZHN-01D
B15 FQZHN-01D
B16 FQZHN-01D

Pipe list

SYMBOL LIQUID GAS LENGTH
P1 Ø7/8 Ø1-1/2 26.9m
P2 Ø5/8 Ø1-1/4 3.2m
P3 Ø5/8 Ø1-1/4 0.5m
P4 Ø5/8 Ø1-1/4 3.4m
P5 Ø1/2 Ø1 4.6m
P6 Ø1/2 Ø1 5.3m
P7 Ø1/2 Ø7/8 5.5m
P8 Ø1/2 Ø3/4 5.3m
P9 Ø1/2 Ø3/4 4.5m
P10 Ø5/8 Ø1-1/4 4.5m
P11 Ø5/8 Ø1-1/4 3.5m
P12 Ø1/2 Ø1 3.4m
P13 Ø1/2 Ø1 3.4m
P14 Ø1/2 Ø7/8 9.4m
P15 Ø1/2 Ø3/4 1.2m
P16 Ø1/2 Ø3/4 2.4m
P17 Ø1/4 Ø1/2 2.3m
P18 Ø1/4 Ø1/2 2.3m
P19 Ø3/8 Ø5/8 2.1m
P20 Ø3/8 Ø5/8 2.1m
P21 Ø3/8 Ø5/8 2.1m
P22 Ø3/8 Ø5/8 2.1m
P23 Ø1/4 Ø1/2 2.3m
P24 Ø1/4 Ø1/2 6.5m
P25 Ø1/4 Ø1/2 5.2m
P26 Ø3/8 Ø5/8 3.5m
P27 Ø3/8 Ø5/8 3.5m
P28 Ø3/8 Ø5/8 3.5m
P29 Ø3/8 Ø5/8 3.5m
P30 Ø1/4 Ø1/2 6.2m
P31 Ø1/4 Ø1/2 2.3m
P32 Ø3/8 Ø5/8 5.8m
P33 Ø3/8 Ø5/8 3.3m

ESQUEMA UNFILAR VRF - C8
S/E

Simultâneidade: 103%

C9
MV6-670WV2GN1
ODU:221,398/240,846  Btu/h         IDU Total:221,193/141,594/240,710 Btu/h

System Name:C9
 
Piping Diagram

B1

B2

B3

B4

B5

B6

B7

B8

B9

B10

B11

MI2-45Q4CDHN1
E1-C9

TC:13,750 Btu/h/SC:8,871 Btu/h/HC:14,739 Btu/h
RECEP敲O/ESPERA 0(0.0%)/0(0.0%)/0(0.0%) Btu/h

MI2-28Q4CDHN1
E2-C9

TC:8,564 Btu/h/SC:5,800 Btu/h/HC:9,417 Btu/h
COORDENA敲O GERAL 0(0.0%)/0(0.0%)/0(0.0%) Btu/h

MI2-45Q4CDHN1
E3-C9

TC:13,750 Btu/h/SC:8,871 Btu/h/HC:14,739 Btu/h
ENSINO INFANTIL 0(0.0%)/0(0.0%)/0(0.0%) Btu/h

MI2-56Q4DHN1
E4-C9

TC:17,084 Btu/h/SC:10,380 Btu/h/HC:18,458 Btu/h
ENSINO FUNDAMENTAL 0(0.0%)/0(0.0%)/0(0.0%) Btu/h

MI2-22Q4CDHN1
E5-C9

TC:6,649 Btu/h/SC:4,827 Btu/h/HC:6,966 Btu/h
AUDI蔔CIA 0(0.0%)/0(0.0%)/0(0.0%) Btu/h

MI2-56Q4DHN1
E6-C9

TC:16,793 Btu/h/SC:10,203 Btu/h/HC:18,142 Btu/h
EXPEDIENTE 0(0.0%)/0(0.0%)/0(0.0%) Btu/h

MI2-56Q4DHN1
E7-C9

TC:16,787 Btu/h/SC:10,199 Btu/h/HC:18,136 Btu/h
RECEP敲O 0(0.0%)/0(0.0%)/0(0.0%) Btu/h

MI2-36Q4CDHN1
E8-C9

TC:10,706 Btu/h/SC:7,126 Btu/h/HC:11,400 Btu/h
PROCURADOR 0(0.0%)/0(0.0%)/0(0.0%) Btu/h

MI2-140Q4DHN1
E9-C9

TC:41,426 Btu/h/SC:26,617 Btu/h/HC:45,440 Btu/h
ADVOGADOS 0(0.0%)/0(0.0%)/0(0.0%) Btu/h

MI2-28Q4CDHN1
E10-C9

TC:8,270 Btu/h/SC:5,601 Btu/h/HC:9,065 Btu/h
GER蔔CIA LICITA钦ES 0(0.0%)/0(0.0%)/0(0.0%) Btu/h

MI2-71Q4DHN1
E11-C9

TC:20,773 Btu/h/SC:13,142 Btu/h/HC:22,463 Btu/h
COMISS肙 LICITA钦ES 0(0.0%)/0(0.0%)/0(0.0%) Btu/h

MI2-140Q4DHN1
E12-C9

TC:40,500 Btu/h/SC:26,022 Btu/h/HC:44,422 Btu/h
LICITA钦ES 0(0.0%)/0(0.0%)/0(0.0%) Btu/h

P1 Ø1-1/4,Ø3/4
P2 Ø1-1/4,Ø3/4
P12 Ø1/2,Ø1/4

P3 Ø1-1/4,Ø3/4
P13 Ø1/2,Ø1/4

P4 Ø1-1/4,Ø3/4
P14 Ø1/2,Ø1/4

P5 Ø1-1/4,Ø3/4
P15 Ø5/8,Ø3/8

P6 Ø1-1/4,Ø3/4
P16 Ø1/2,Ø1/4

P7 Ø1-1/4,Ø3/4
P17 Ø5/8,Ø3/8

P8 Ø1-1/4,Ø5/8
P18 Ø5/8,Ø3/8

P9 Ø1-1/4,Ø5/8
P19 Ø1/2,Ø1/4

P10 Ø1,Ø1/2
P20 Ø5/8,Ø3/8

P11 Ø7/8,Ø1/2
P21 Ø1/2,Ø1/4

P23 Ø5/8,Ø3/8
P22 Ø5/8,Ø3/8

Branch list

SYMBOL MODEL
B1 FQZHN-03D
B2 FQZHN-03D
B3 FQZHN-03D
B4 FQZHN-03D
B5 FQZHN-03D
B6 FQZHN-03D
B7 FQZHN-03D
B8 FQZHN-03D
B9 FQZHN-03D
B10 FQZHN-02D
B11 FQZHN-01D

Pipe list

SYMBOL LIQUID GAS LENGTH
P1 Ø3/4 Ø1-1/4 31.4m
P2 Ø3/4 Ø1-1/4 1.0m
P3 Ø3/4 Ø1-1/4 2.9m
P4 Ø3/4 Ø1-1/4 2.7m
P5 Ø3/4 Ø1-1/4 6.0m
P6 Ø3/4 Ø1-1/4 1.5m
P7 Ø3/4 Ø1-1/4 2.3m
P8 Ø5/8 Ø1-1/4 1.9m
P9 Ø5/8 Ø1-1/4 1.7m
P10 Ø1/2 Ø1 3.9m
P11 Ø1/2 Ø7/8 3.7m
P12 Ø1/4 Ø1/2 2.7m
P13 Ø1/4 Ø1/2 5.3m
P14 Ø1/4 Ø1/2 4.3m
P15 Ø3/8 Ø5/8 3.4m
P16 Ø1/4 Ø1/2 1.7m
P17 Ø3/8 Ø5/8 4.9m
P18 Ø3/8 Ø5/8 2.3m
P19 Ø1/4 Ø1/2 5.0m
P20 Ø3/8 Ø5/8 5.6m
P21 Ø1/4 Ø1/2 1.8m
P22 Ø3/8 Ø5/8 3.4m
P23 Ø3/8 Ø5/8 9.7m

ESQUEMA UNFILAR VRF - C9
S/E

Simultâneidade: 108%

C10
MV6-560WV2GN1
ODU:189,224/194,683  Btu/h         IDU Total:189,156/120,679/194,615 Btu/h

System Name:C10
 
Piping Diagram

B1 B2

B3

B4

B5

MI2-112Q4DHN1
E1-C10

TC:36,849 Btu/h/SC:23,679 Btu/h/HC:37,838 Btu/h
CONTABILIDADE 0(0.0%)/0(0.0%)/0(0.0%) Btu/h

MI2-56Q4DHN1
E2-C10

TC:18,390 Btu/h/SC:11,136 Btu/h/HC:18,980 Btu/h
DIRETORIA CONTABILIDADE 0(0.0%)/0(0.0%)/0(0.0%) Btu/h

MI2-112Q4DHN1
E3-C4

TC:36,448 Btu/h/SC:23,421 Btu/h/HC:37,313 Btu/h
AUDITORES 0(0.0%)/0(0.0%)/0(0.0%) Btu/h

MI2-112Q4DHN1
E4-C10

TC:36,849 Btu/h/SC:23,679 Btu/h/HC:37,838 Btu/h
CONTABILIDADE 0(0.0%)/0(0.0%)/0(0.0%) Btu/h

MI2-71Q4DHN1
E5-C10

TC:23,226 Btu/h/SC:14,737 Btu/h/HC:24,003 Btu/h
RECEP敲O/ESPERA 0(0.0%)/0(0.0%)/0(0.0%) Btu/h

MI2-112Q4DHN1
E6-C10

TC:36,636 Btu/h/SC:23,542 Btu/h/HC:37,506 Btu/h
ESTAR 蚇TINO 0(0.0%)/0(0.0%)/0(0.0%) Btu/h

P1 Ø1-1/8,Ø5/8
P3 Ø7/8,Ø3/8
P2 Ø7/8,Ø3/8

P5 Ø3/4,Ø3/8
P9 Ø5/8,Ø3/8

P4 Ø5/8,Ø3/8
P6 Ø5/8,Ø3/8

P8 Ø5/8,Ø3/8
P7 Ø5/8,Ø3/8

P11 Ø5/8,Ø3/8
P10 Ø5/8,Ø3/8

Branch list

SYMBOL MODEL
B1 FQZHN-03D
B2 FQZHN-02D
B3 FQZHN-02D
B4 FQZHN-01D
B5 FQZHN-01D

Pipe list

SYMBOL LIQUID GAS LENGTH
P1 Ø5/8 Ø1-1/8 13.0m
P2 Ø3/8 Ø7/8 4.5m
P3 Ø3/8 Ø7/8 1.0m
P4 Ø3/8 Ø5/8 5.6m
P5 Ø3/8 Ø3/4 4.9m
P6 Ø3/8 Ø5/8 2.3m
P7 Ø3/8 Ø5/8 3.5m
P8 Ø3/8 Ø5/8 8.8m
P9 Ø3/8 Ø5/8 2.4m
P10 Ø3/8 Ø5/8 2.4m
P11 Ø3/8 Ø5/8 3.0m

ESQUEMA UNFILAR VRF - C10
S/E

Simultâneidade: 108%

C11
MV6-450WV2GN1
ODU:145,722/150,397 Btu/h         IDU Total:145,620/92,087/150,226 Btu/h

System Name:C11
 
Piping Diagram

B1

B2

B3

B4

B5

B6

MI2-71Q4DHN1
E1-C11

TC:23,133 Btu/h/SC:14,637 Btu/h/HC:23,986 Btu/h
REUNI肙 0(0.0%)/0(0.0%)/0(0.0%) Btu/h

MI2-71Q4DHN1
E2-C11

TC:23,133 Btu/h/SC:14,637 Btu/h/HC:23,986 Btu/h
REUNI肙 0(0.0%)/0(0.0%)/0(0.0%) Btu/h

MI2-36Q4CDHN1
E3-C11

TC:11,663 Btu/h/SC:7,787 Btu/h/HC:11,899 Btu/h
SECRET罵IA 0(0.0%)/0(0.0%)/0(0.0%) Btu/h

MI2-45Q4CDHN1
E4-C11

TC:14,637 Btu/h/SC:9,451 Btu/h/HC:14,978 Btu/h
RECEP敲O/GABINETE 0(0.0%)/0(0.0%)/0(0.0%) Btu/h

MI2-112Q4DHN1
E5-C11

TC:36,091 Btu/h/SC:23,173 Btu/h/HC:36,957 Btu/h
VICE PREFEITO 0(0.0%)/0(0.0%)/0(0.0%) Btu/h

MI2-56Q4DHN1
E6-C11

TC:17,909 Btu/h/SC:10,846 Btu/h/HC:18,489 Btu/h
DESENVOLVIMENTO 0(0.0%)/0(0.0%)/0(0.0%) Btu/h

MI2-56Q4DHN1
E7-C11

TC:17,797 Btu/h/SC:10,778 Btu/h/HC:18,373 Btu/h
SEC. PLANEJ. 0(0.0%)/0(0.0%)/0(0.0%) Btu/h

P1 Ø1-1/8,Ø1/2
P2 Ø1-1/8,Ø1/2
P7 Ø5/8,Ø3/8

P3 Ø7/8,Ø3/8
P8 Ø5/8,Ø3/8

P4 Ø7/8,Ø3/8
P9 Ø1/2,Ø1/4

P5 Ø7/8,Ø3/8
P10 Ø1/2,Ø1/4

P6 Ø5/8,Ø3/8
P11 Ø5/8,Ø3/8

P13 Ø5/8,Ø3/8
P12 Ø5/8,Ø3/8

Branch list

SYMBOL MODEL
B1 FQZHN-03D
B2 FQZHN-03D
B3 FQZHN-02D
B4 FQZHN-02D
B5 FQZHN-02D
B6 FQZHN-01D

Pipe list

SYMBOL LIQUID GAS LENGTH
P1 Ø1/2 Ø1-1/8 37.0m
P2 Ø1/2 Ø1-1/8 2.3m
P3 Ø3/8 Ø7/8 3.6m
P4 Ø3/8 Ø7/8 0.5m
P5 Ø3/8 Ø7/8 5.0m
P6 Ø3/8 Ø5/8 3.9m
P7 Ø3/8 Ø5/8 4.0m
P8 Ø3/8 Ø5/8 3.3m
P9 Ø1/4 Ø1/2 5.1m
P10 Ø1/4 Ø1/2 1.6m
P11 Ø3/8 Ø5/8 3.3m
P12 Ø3/8 Ø5/8 3.3m
P13 Ø3/8 Ø5/8 6.9m

ESQUEMA UNFILAR VRF - C11
S/E

Simultâneidade: 100%
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